DRAFT


State of California

Natural Resources Agency

DEPARTMENT OF WATER RESOURCES

Division of Operations and Maintenance
        STANDING OPERATING ORDER PC 705.100-A

               Southern Field Division-Pearblossom Pumping Plant
PURPOSE:      To clear PCB 162

CONDITIONS:
PCB’S 162, 262, closed. MOD 165 open. Pearblossom-Vincent 220 KV line in service
DISCUSSION: It is the policy to use a PCB or a MOD to make or break a parallel loop where they are available. However, loop switching with an air switch will continue at locations where it is necessary to do so to prevent interruption in service.

Energized PCB’S are to be operated from a remote location. To prevent more than one trip to the switchyard, use the breaker remote command capability from the ACC or POCC.

SWITCHING FOR PLACEMENT

1. Check PCB 162 closed.
2. Place PCB 162 local-remote switch to local position.

3. Check PCB 262 closed.

4. Place PCB 262 local-remote switch to local position.

5. Unlock MOD 165.

6.  Close MOD 165 remotely. 
7. Check MOD 165 closed and lock.
8. Place PCB 162 local-remote switch to remote position.
9. Place PCB 262 local-remote switch to remote position.

10. Open PCB 162 remotely.

11. Check PCB 162 open.

12. Place PCB 162 local-remote switch to local position.

13. Unlock open disconnect switch 161, lock and tag.
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14.    Unlock open disconnect switch 163, lock and tag.

15. Report to the ACC operator.

SWITCHING FOR REMOVAL

1. Check PCB 162 open

2. Check placed or place PCB 162 local-remote switch in local position.

3. Unlock remove tag; close disconnect switch 163 and lock.

4. Unlock remove tag, close disconnect switch 161 and lock.

5. Place PCB 162 local-remote switch to remote position.

6. Check PCB 262 closed.

7. Place PCB 262 local-remote switch to local position.

8. Close PCB 162 remotely.

9. Check PCB 162 closed.

10. Place PCB 162 local-remote switch to local position.
11. Unlock/open MOD 165 remotely.

12. Check MOD 165 open and lock

13. Place PCB 162 local-remote switch to remote position.

14. Place PCB 262 local-remote switch to remote position.

15. Report to the ACC operator.
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